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Location of project:  
Farm 528 Yakandonga, Otjiwarongo District, Otjozondjupa Region.  
The exact location of the diesel storage tank on the farm is at the work yards of Farm 528 Yakandonga, Lat -
20.666734° Long 16.334813° 
 
Pollution Potential:  
Three risks is identified and considered since diesel is a hazardous substance; Spillage, cross contamination and fire. 
 
Spillage: The risk of spillage is considered low.  
The diesel storage tank is permanently fitted on cement blocks that is fixed to the ground and the weight of the tank 
itself along with the fact it is fixed by bolts will prevent it from being pushed down or blown over by wind. 
Diesel is transferred directly from the diesel storage tank by a metered pump with an automatic switch that will cut 
the flow of diesel off if the selected amount of diesel has been reached, when the tank of the vehicle or machine it is 
transferred to is full and or if the pipe should fall to the ground. 
Diesel is only transferred by authorized employees and the metered pump remains locked when not in use. 
If spillage occur the contaminated soil is collected and disposed in a designated drum.  
 
Fire: The risk for fire is low. 
The diesel storage tank is further than 200meters from the work sheds. There is no open flames or fires used or 
allowed at the works sheds or in the vicinity of the diesel storage tank.  
Diesel is only transferred by authorized employees and the metered pump remains locked when not in use. 
Employees whom are non -smokers is authorized to transfer diesel.  
In general no smoking is allowed in or around work sheds. 
The fenced of area where the diesel storage tank is installed has a fire break around the fence for the prevention of 
bush fires. Work sheds is outside the fenced off are where the diesel storage tank is installed. 
Workers houses is located outside the fenced off area and are further than 800m from the diesel storage tank.  
Fire-fighting equipment is on standby at all times.  
 
Cross contamination: The risk for cross contamination is very low. 
The diesel storage tank is installed in a fenced off area and only authorized personnel has access to the locked 
metered pump. The diesel storage tank is not close to the work sheds and does not take up more than 40 m2.  
The diesel storage tank is not close to water ways or any water sources.  
 
Scale of operation of the project:  
The installation is an already existent installation and the diesel storage tank is permanently installed above ground 
with a capacity of 20 000 liter. The diesel storage tank is fitted on cement blocks that is fixed to the ground and does 
not take up more than 40 m2. The installation was done by the previous owner prior to 2015 when the farm was 
purchased. 
The diesel storage tank is needed for storage of fuel for agricultural purposes of Endelela Farming CC alone. Diesel 
storage and usage is exclusively for farming activities on Farm 528 Yakandonga. 
Farming activities includes cattle farming, charcoal production, de-bushing and rangeland restoration. 
Endelela Farming CC does not utilize more than 20 000 liters diesel per month. 
The supplier is local, Northern Fuel Distribution 159 Industria Ave Otjiwarongo +264 67 302046  
 
 



 
 
 

 

 



FARM 528 YAKANDONGA LOCALITY MAP   

 

 

 

 

 

 

 

 


